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Abstract: Different approaches for the characterisation of relevant parameters of the low-voltage mains
network, used for high-speed data transmission (BPL, broadband over power line) are described. Part 1 of
the paper depicts the disturbance scenario of these BPL devices and the motivation will be given for the
development of a new measurement procedure in CISPR for the estimation of the high-frequency
characteristics of AC mains network. The improvements of the measurement method is not restricted to BPL
applications, but can also be applied to other wire-based telecommunication systems. Part 2 of the paper
shows the definitions and comparisons of different symmetry factors. The transfer of the results on the
compliance test for BPL devices will be shown.1 Introduction
The standardisation process to assess RF disturbances
originating from broadband over power line (BPL),
power-line communication (PLC) or power-line
telecommunication equipment is still on going. Many
home-plug BPL modems are in use for in-house
communication as a substitute for Ethernet or video
wiring. The customer must make a choice between
DSL routers with an integrated wireless local area
network (WLAN) or an in-house BPL modem.IET Sci. Meas. Technol., 2008, Vol. 2, No. 3, pp. 146–153
doi: 10.1049/iet-smt:20070055Because of the high market penetration with DSL
access, this will increase the number of installed BPL
devices and could possibly result in a higher number
of cases of potential harmful interference between the
BPL modem as a noise source and a short-wave radio
receiver as the victim [1–4].
One of the main tasks for standardisation is to define
the limits and appropriate compliance test methods with
measurement setups. Since communication of BPL
devices is conducted via the AC mains port, the limits& The Institution of Engineering and Technology 2008
& T
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apply. Under worst-case conditions, these limits can,
however, be denoted as an asymmetrical or common-
mode RF disturbance voltage. In order to prevent an
overestimation of the disturbing effects of the wanted
differential-mode signal, it is proposed to use a
telecommunication impedance stabilisation network
(T-ISN) for the compliance test of BPL devices in the
conducted disturbance measurement [5]. For this T-
ISN, the high-frequency (HF) characteristics have to
be defined. It has to provide an HF symmetry at its
mains port that is representative of the average HF
symmetry of the typical low-voltage AC mains network.
This paper presents the measurement methods to
determine the symmetry factors that can be used to
develop a T-ISN. For a systematic study, it is necessary
to analyse the disturbance at each node, from
transmitter to receiver, including the channel transfer
function between the source of interference and the
victim.
1.1 Mains decoupling factor: disturbance
scenario of electronic devices
CISPR 16-4-4 [6] states that conducted coupling
between the disturbance source and the victim
dominates in the frequency range below 30 MHz. But
CISPR does not describe a method to estimate this
coupling, although the values may be useful for the
characterisation of the disturbance potential of BPL
devices. Therefore the standardisation committees in
CISPR started a discussion of the mains decoupling
factor that has been defined in the CISPR Report 31
in 1967. The basic idea was to detect the decoupling
between a disturbance source and the resulting voltage
at the antenna connected to a receiver. The resulting
RF disturbance voltage level should be measured
across the antenna termination impedance, that is,
across the RF input impedance of the first RF
amplifier stage of the receiver. This was, however, not
the case when the measurements were made in the
late 1960s of the last century. At that time, the
antenna terminal voltage was measured with a
battery-operated measuring receiver in conjunction
with a high-impedance probe. The reason for the
disturbance is the unwanted emission from the device.
With this approach, it is possible to define the
permissible level of a disturbance voltage at the source
based on the highest acceptable level of the
disturbance voltage appearing at the receiver that still
safeguards a sufficient signal-to-noise ratio (SNR). The
schematic measurement setup used in the measuring
campaign in the 1960s is shown in Fig. 1.
The signal is injected into the phase (L) and neutral
(N ) conductor in parallel with the protective earth
(PE) conductor acting as counterpoise. Therefore it ishe Institution of Engineering and Technology 2008a common-mode feeding with respect to phase and
neutral conductors. The receiver with the antenna is
isolated without a connection to mains. The voltage V2
is the meter reading of the receiver. V1 has to be
measured with an artificial mains network at a
conducted electromagnetic interference test setup that
conforms to CISPR 22 [5]. The mains decoupling
factor DM is the logarithmic ratio of both voltages as
shown in (1)





1.2 Description of the disturbance
scenario of BPL devices
Today, a typical home-plug power-line modem has a
highly symmetrical structure and the feeding could be
represented by a pure differential-mode signal
between the phase (L) and neutral (N ) conductor.
Contrary to the unwanted emission of other types of
electric or electronic apparatus, which eventually was
the motivation for the measurement technique of the
mains decoupling factor, the differential-mode
excitation of BPL devices is a wanted signal used for
data transmission. Furthermore, the PE is not
connected to the modem because the modem is
completely isolated (protection class II). Nevertheless,
the USB or Ethernet connection between the PC and
the modem acts as a counterpoise. The modem can
cause a common-mode current by itself (launched
common mode, LCM) and a common mode due to
mode conversion caused by the low symmetry of the
AC mains network (converted common mode, CCM).
The illustrated measurement setup of the mains
decoupling factor in Fig. 1 does not reproduce the
depicted typical disturbance scenario with a modern
in-house BPL modem. In order to align the
measurement setup described in CISPR Report 31
(Fig. 1) with the conditions found in practice, some
changes have been made, which are depicted in Fig. 2.
The modified setup reproduces the disturbance
scenario in a more realistic way.
Figure 1 Schematic setup for the measurement of the
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an asymmetrical signal) between phase (L) and neutral
conductor (N ) that is terminated at the load position
with about 100 V – the typical differential-mode
characteristic impedance of mains cabling. A metallic
box or radio which acts as the common-mode load is
connected to the mains with a coupling network that
contains a high-pass filter. Fig. 7 shows a radio dummy
instead of the metallic box. Both setups represent the
same common-mode impedance to the mains. This is
the typical situation for a mains-powered receiver with
a mains cable or a power supply without common-
mode chokes on the mains wire. The currents at the
input and output of the mains network are measured.
The return path for the asymmetrical current is the
surrounding earth (capacitive coupling). Different
measurement actions revealed [7, 8] that the
interfering effect to a receiver with a rod antenna is
stronger when the receiver is mains powered, when
compared with battery powering. The reason for this
is the common-mode current flowing from the mains
over the chassis to the surrounding earth. This will be
explained in detail in Section 2.3.
2 Measured quantities and
measurement setup
2.1 Reasons for the measurement of
currents
In the past, all symmetry values of telecom cables were
based on voltages (e.g. longitudinal conversion loss [9]).
The original mains decoupling factor also was based on
voltages. The measurement of the voltages V1 and V2
(Fig. 1) could be done in a simple way because V1 can
be measured against the potential of PE and V2 is the
meter reading of the receiver. With respect to the
new feeding method between the phase and neutral
(Fig. 2), it is necessary to measure the differential-
mode voltage and the common-mode voltage at
the feed point and at the load (receiver). But the
common-mode voltage has to be measured against the
surrounding earth potential, which is a non-existing
pole and cannot be connected. A possible way is the
use of a capacitive voltage clamp but the necessary
Figure 2 Schematic illustration of the measurement setup
for an estimation of the HF characteristics of the mains
networkIET Sci. Meas. Technol., 2008, Vol. 2, No. 3, pp. 146–153
doi: 10.1049/iet-smt:20070055metallic counterpoise also influences the measured
common-mode voltage.
For these reasons, the common-mode current is
measured with a current clamp instead of the
measurement of voltage. Furthermore, it is well
known that the disturbance quantity is the common-
mode current on the mains, which is also called
antenna mode current [8, 10].
2.2 Feeding circuit for the mains
For the purpose of this research work, a battery-powered
comb generator is used as signal generator with a metallic
plate of 0.5 m2 as a defined counterpoise (Fig. 3a). This is
only one possible type of generator that can be used for
these measurements. The output is connected to a
printed circuit board (PCB). The balun and the
coupling capacitors are already included on the PCB.
The output is connected to a mains socket.
Furthermore, the PCB includes a dedicated fixture for
the current clamp (Fig. 3b). Former measurements
show that the current probe for the measurement of
the feeding currents influences the results when it has
been changed between differential- and common-mode
current measurements. The reason for this is the
changing parasitic capacitance of the probe, which
results in a leaking common-mode current. The
Technical University of Catalonia (UPC) developed a
PCB that enables a well-defined fixture of the current
probe to reduce the influences. The change from
differential- to common-mode measurement is simply
performed by jumpers. This new measurement setup
further improved the reproducibility. To keep the
impedances at the input constant, the counterpoise is
used for both, common- and differential-mode feedings.
For the common-mode coupling path, the distance
between the metallic plate and ground has to be kept
constant to obtain comparable results.
2.3 Coupling to the load
A metallic box is used as a common-mode load or to
simulate a mains-powered device. The dimensions of
Figure 3 Feeding circuit of the mains
a Feeding circuit with comb generator and counterpoise
b PCB for the feeding with balun, coupling capacitors and a fixed
probe position for the current clamp& The Institution of Engineering and Technology 2008
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PCB for the measurement of the differential- and
common-mode currents to the box is located directly
at the connection to the mains socket (Fig. 4).
The common-mode impedance of the coaxial line
from the current clamp to the measurement
equipment is increased by a common-mode choke
(Fig. 7). It contains a series of ferrite cores optimised
for different frequency ranges and low capacitive
coupling between input and output. It provides a
broadband common-mode attenuation of at least
20 dB measured in a 100 V jig. This choke is
important because the common-mode impedance of
the equipment used for the current measurement
could be lower than the common-mode impedance of
the metallic box. This would result in a common-
mode leakage current. The effect is depicted in Fig. 5.
From the impedance point of view, the measurement
equipment connected to the current clamp would
change the common-mode impedance that could be
seen from the socket. But for repeatable
measurements, the impedances have to be constant
and they may be influenced only by different
capacitive couplings of the metallic box to the
surrounding environment (Iasym,Chassis, Iasym, Ant in
Figs. 4 and 6). This phenomenon of capacitive
coupling will occur for all equipments and devices
connected to a power cord to the mains. Especially, it
will have the same effect on a receiver and it changes
the Iasym,out to the chassis of the receiver, which will
cause malfunctioning of the receiver.
2.4 Equivalence between Iasym,out and the
voltage induced at the antenna of a
receiver
First, a radio dummy has been used, which consists of a
metallic box with rod antenna (Fig. 6) to comply with
the CISPR disturbance model. The complete setup at
the load position is depicted in Fig. 7b. The PCB for
Figure 4 Schematic of the measurement setup at the loadhe Institution of Engineering and Technology 2008the current measurement is directly connected to the
socket and to the metallic box/receiver (wooden
box). The metallic box is on the lower right side of
the picture and it is covered by wood due to safety
reasons. The common-mode impedance of the coaxial
cable from the current clamp to the measurement
receiver is increased with a common-mode choke that
is depicted in detail in Fig. 7a. The rod antenna on
top of the metallic box is connected to a battery-
powered CISPR 25 impedance converter that is also
Figure 5 Use of a common-mode choke on the coaxial line
to the current clamp
a Measurements with/without the common-mode choke
b Difference of the measured common-mode current due to the
use of a common-mode choke on the coaxial line to the current
clamp
Figure 6 Schematic of the setup at the load with
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feed point of the rod antenna in the range of 100 kV
to 50 V. The output of the impedance converter is
connected to a fibre-optic link to avoid any galvanic
connection between the radio dummy and the
measurement receiver. By this way, it is possible to
measure the voltage at the termination resistor of the
rod antenna without any galvanic connection to
external measurement equipment.
In order to reduce the complexity of the
measurement setup with radio receiver and fibre-optic
connection, the question if there is any parameter
proportional to the interfering signal at the antenna
input of a receiver is raised. For this analysis, Fig. 8
shows the antenna voltage and the current to the
chassis of the receiver. The calculated transfer
Figure 8 Comparison of the antenna feed-point voltage at
the metallic box (upper diagram) and the common-mode
current (diagram in the middle) – the lower diagram
shows the resulting transfer impedance Z
Figure 7 Common-mode impedance of the coaxial line
from the current clamp to the measurement equipment is
increased by a common-mode choke
a Common-mode choke
b Measurement setup at the load/ IET Sci. Meas. Technol., 2008, Vol. 2, No. 3, pp. 146–153
doi: 10.1049/iet-smt:20070055impedance Z (in the bottom diagram) is depicted as




The transfer impedance shows the capacitive behaviour
of the rod antenna and any amplification of the
impedance converter in the metallic box. It may be
concluded that there is a very good proportional
agreement between the measured Iasym,out and the
voltage over the antenna input impedance V2 of a
receiver [7]. The common-mode current Iasym,out
flowing into the metallic box is the dominant reason
for the feed-point voltage V2 at the rod antenna
(Fig. 6). The common-mode current Iasym,out from the
mains connection is split due to capacitive coupling
mainly into the current from the metallic box to
ground (Iasym,Chassis) and the current Iasym,Ant from the
rod antenna to ground. Therefore there is no need to
use a radio dummy for further measurements. By
measuring the Iasym,out, the amount of interference is
obtained, if the common-mode load conditions are
accounted. This can be done by using a metallic box
or plate and an appropriate RC circuit, as shown in
Fig. 4.
3 Measurements under real
conditions
The measurements have been performed in different
houses and installations. The results that are presented
in this paper are obtained from measurements in the
Leibniz University of Hannover. The floor plan is
shown in Fig. 9. Different power systems exist in
parallel. Two big lines start from the power
distribution room in the centre of the floor and move
along the corridors to the laboratories. The examined
sockets are depicted by numbered circles. Sockets 2
and 5 are fed from a different power system and even
a different transformer (10 kV/400 V) with a
resulting wire length of approximately more than
200 m to the feed point. Therefore the attenuation
between the fed socket and the load socket is too high
to provide a reasonable SNR. This is the same for
socket 4 that is connected to a PC room in parallel
with 20 PCs that reduces the differential-mode signal
significantly. These sockets have been removed for
further analysis because they are not representative of
in-house BPL modems or even for large buildings.
The other sockets use the same transformer (10 kV/
400 V) but on different lines that move along the
corridors. Because of safety reasons, all sockets in the
laboratories are connected to the supply line with a
relay box or a switch. The layout is a star topology
without any inductive over-current protection or earth
leakage trip. The wire length between the source and& The Institution of Engineering and Technology 2008
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www.ietdl.orgFigure 9 Floor plan of the institute (scaling of the tick-marks on the boundary is 1 m)load is quite high and up to about 80 m for sockets 6–9.
The feeding of the high-frequency signal is done in room
1102. Table 1 summarises the location of the sockets and
the used phases.
4 Symmetrical and asymmetrical
mains attenuation
When a signal is applied at one mains socket (Fig. 10,
position A), differential- and common-mode signals
that can be measured at the other sockets appear
(Fig. 10, position B). The common-mode signal at
socket B (Gasym,out) is the disturbance quantity [8, 11].
Because of the mode conversion of the mains
network, even feeding a highly symmetrical signal will
produce an asymmetrical signal (Gasym,out) at the
Table 1 List of the different sockets with the
place of installation, used power system and
phases
Socket Room System Phase system I
feeding 1102 I L2
1 1120 I L1
2 floor II other system
3 1121 I L3
4 1122 I L3
5 floor II other system
6 1101 I L1
7 1101 I L1
8 1101 I L1
9 1101 I L2he Institution of Engineering and Technology 2008output. For this reason, two different coupling paths
could be defined: (i) when a symmetrical signal
(Gsym,in) is applied at socket A and (ii) when an
asymmetrical signal is applied (Gasym,in).
The attenuation of a symmetrical (or differential
mode) signal between the feeding (at position A) and




 ¼ Gsym,in P1A
  Gsym,out P1B
 (3)
The attenuation of an asymmetrical (or common mode)
signal Aasym (in dB) between the feeding (at position A)





 ¼ Gasym,in P2A
  Gasym,out P2B
 (4)
For practical measurements, it is essential to have well-
defined differential- and common-mode impedances for
all measurements. The impedance conditions of the
feeding and the load unit have to be kept constant for
all measurements.
Figure 10 Schematic matrix of the measured signals and
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G, although it is also possible to use the voltage, power
or field strength, if the quantity is representative of the
disturbance. The symmetrical attenuation is shown in
Fig. 11a. In the low-frequency range, two groups
exist: sockets 6, 8 and 9 and sockets 1, 3 and 7. This
correlates with the installation. Sockets 1, 3 and 7 are
connected in parallel with devices with low
differential-mode impedance (e.g. line filters of PC),
which results in a high attenuation. The attenuation of
the asymmetrical signal is depicted in Fig. 11b and it is
generally lower than the attenuation of the
symmetrical signal. Again two different clusters of
sockets exist.
The mains symmetry factor is defined as the
difference between a fed differential-mode signal
(Gsym,in) and a separately fed common-mode signal
(Gasym,in) that produce the same common-mode
output at position B (Gasym,out). It will be discussed in
more detail in the second part of this paper. The
determined symmetrical and asymmetrical
attenuations will be used for the calculation of the
mains symmetry factor.
5 Conclusion
This paper presented a new measurement method to
describe the attenuation of the mains network. The
specific characteristics of the measurement setup to
measure the symmetrical and asymmetrical
attenuations have been explained in detail. In the
second part of this, detailed analysis of the measured
data to obtain the mains symmetry factor MS, F will
be presented. This factor is necessary to characterise
the HF symmetry of the mains network and to build
appropriate T-ISN for electromagnetic compatibility
(EMC) compliance tests of BPL or telecommunication
devices.
Figure 11 Attenuation of signals
a Symmetrical
b Asymmetrical/ IET Sci. Meas. Technol., 2008, Vol. 2, No. 3, pp. 146–153
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